DETAIL 027132

COBB COUNTY WATER SYSTEM

FIRE HYDRANT INSTALLATION
(SUBDIVISION STANDARD)

AUGUST 7. 2001

AGENCY DIRECTOR
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ADJUSTABLE VALVE BOX
AND COVER
FIRE ’
HYDRANT 18"“%x4"” THICK

(ROUND OR SQUARE)
CONCRETE COLLAR
2" MIN. REQUIRED IN

6" MAX. UNPAVED AREAS
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(NOTE: THRUST TS el 2

BLOCK ING TYPICALLY 6” x 13” D.1.P. ANCHOR
NOT REQUIRED AS COUPLING (NO RODS)
LONG AS ANCHOR

TEES AND ANCHOR STONE PIT (#57 STONE)
COUPL INGS ARE USED) 2720" WIDE (MIN.)

TYPICAL SECTION
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